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Amendment 3, Reliability, Safety, and Energy Upgrades to Building Systems for Site Critical Building 4708

1. Specification section 013550 Asbestos Procedures Paragraph 3.1.C states if friable ACM is identified on
the drawings as being present above ceilings, proper procedures shall be used before removal of any
portion of the ceiling. Mechanical Drawings do not indicate any friable material. Mechanical Drawings
give us quantities of duct and piping insulation that contain asbestos but do not indicate if this material is
friable or not. Quantities are not given for any ACM insulation or fireproofing on structure above
ceiling. Please provide Asbestos survey. We assume lacking any other direction there is no asbestos on
the structure and the only asbestos abatement is limited to the quantities given on the drawings for pipe
and ductwork. Is our assumption correct?

Response: There is no friable ACM in the building.

2. The mechanical Plans indicate that Lead-Based Paint is located on existing building surfaces. Follow
appropriate procedures prescribed in section 010650 Environmental Compliance. Please be advised no
quantities are given on the plans or in the specifications. This is an unknown condition please provide
your survey report. In order to make all proposals fair and accurate please provide quantities or allow us
to submit a unit price for this work.

Response: Bid per plans and specs.

3. DWG: FAC-JS-4708-P1 Detail for Room B20A The detail shows a backflow preventer assembly and
new Water Meter. What is the size of both the BFP and WM, as well as the directive? Remove/Re-
Use/Replace?

Response: Replace existing 3” check valve backflow preventer with an RPZ backflow preventer. The
3” meter will be new.



